Construction projects are usually designed by different professional teams, where design clashes may inevitably occur. With the clash detection tools provided by Building Information Modeling (BIM) software, these clashes can be discovered at an early stage. However, the number of clashes detected by BIM software is often huge. The literature states that the majority of those clashes are found to be irrelevant, i.e., harmless to the building and its construction. How to filter out these irrelevant clashes from the detection report is one of the issues to be resolved urgently in the construction industry. This study develops a method that automatically screens for irrelevant clashes by combining the two techniques of rule-based reasoning and supervised machine learning. First, we acquire experts' knowledge through interviews to compile rules for the preliminary classification of clash types. Subsequently, the results of the initial classification inferred by the rules are added into the training dataset to improve the predictive performance of the classifiers implemented by supervised machine learning. The average predictive performance obtained by using the hybrid method is up to 0.96, which has been improved from the traditional machine learning process only using individual or ensemble learning classifiers by 6%-17%.
Introduction
Design conflicts refer to the errors in which building components overlap with each other spatially when compiling various types of engineering drawings. Since engineering drawings are generally formed after compiling the designs by engineers of different professions, design conflicts between different system components are often common [1, 2] . Minor design conflicts often result in rework and increase the project costs. In severe cases, design changes may be required, resulting in cost overruns, delay in progress, and compromising the structural safety. As pointed out by previous studies, unresolved design conflicts will hugely impact on the project success [3] .
In recent years, the emergence of BIM software has enabled the easy detection of design conflicts; conflict checking has become one of the important functions of BIM software. Since resolving design conflicts is critical to the success of a project, many countries have mandated all public projects to execute clash detection. In the United Kingdom, for example, the design team must perform clash detection once every week or every two weeks to ensure that the engineering design receives complete coordination and is free of conflicts, thereby reducing the probability of change orders [4] . However, the clash detection algorithms of most BIM software are simple; as long as two building components are spatially overlapping, in contact, or within a given distance, they will be identified as a conflict/clash 2 of 25 and listed in the detection report. Therefore, even for small projects, the number of clashes detected using BIM software can be enormous [5] [6] [7] . As many studies discovered, 50% or more of the clashes detected from BIM software are found to be "irrelevant clashes"; that is, these conflicts will not have a substantial impact on the projects, or they can be directly resolved by site engineers during the construction phase [7] . However, the clash detection report of BIM software does not identify these irrelevant clashes. Ideally, every single clash in a detection report should be evaluated by engineers to decide whether the resolution is needed. This is an extremely time-consuming job. According to our interviews with senior project managers, many projects in Taiwan cannot afford the high incurred costs. Thus, their BIM managers merely selectively review a few clashes or even neglect the entire report. It is why many studies have pointed out that unless filtering those irrelevant clashes is automated, the clash detection report with an overwhelming number of clashes will become trivial and meaningless [6] [7] [8] .
Scholars have proposed methods to resolve this issue from three aspects, namely: clash avoidance, clash detection improvement, and clash filtering [6, 7] . Clash avoidance begins with the modeling method with the emphasis on adopting collaboration or strengthened coordination to reduce the occurrence of clashes. Undoubtedly, this method will increase the burden on the design staff [7] . For those project participants without direct contractual relationships, collaboration is also difficult to implement [6, 9] . By contrast, other scholars consider that the algorithm to detect clashes in BIM software can be improved by increasing the accuracy of its detection, thereby reducing the number of irrelevant clashes [5] . However, as some studies pointed out, the refinement of the clash detection algorithm cannot effectively prevent irrelevant clashes caused by human errors from happening [7, 10] . Recent studies suggest that an alternative is to directly identify those irrelevant clashes and filter them out from the clash detection report generated by BIM software. This method is broadly divided into two approaches. One is to apply rules to identify the dependency relationship of conflicting/clashing components, thereby filtering out irrelevant clashes [7] . However, the constructing dependency relationships between components and query algorithms is often time-consuming and labor-intensive when acquiring and maintaining the rules. Jiang et al. proposed a rule-based knowledge system to automate the code-checking process for green construction [11] . They found that the domain knowledge is usually dispersed and fragmented, so rule acquisition requires human experts from many professional fields. Therefore, the process of knowledge representation and acquisition is often a complex and time-consuming task [12] . The other is the use of machine learning methods that train classifiers of machine learning through historical data to filter out irrelevant clashes [6] . However, researchers using machine learning on complex problems usually observe that a favorable classification performance often requires a larger training dataset that allows a more complex model with more features [13] . Nevertheless, identifying and labeling a large number of clashes requires tremendous and expensive manpower; therefore, the prediction accuracy of machine learning is often insufficient before a sufficiently large number of cases are collected [7] . The industry is in urgent need of more cost-effective solutions on this issue.
In the field of machine learning, many studies applied a combination of two or more sophisticated methods on specific domains and obtained better results than using individual methods. A hybrid method was developed for discretizing continuous attributes to enhance the accuracy of the naïve Bayesian classifier [14] . An algorithm based on support vector machine (SVM), 2D fast Fourier transform (FFT), and hybrid fuzzy c-mean techniques was proposed to recognize and visualize the cracking incurred in the structure [15] . The hybrid ML algorithm performs better to recognize cracks with higher accuracy than the traditional SVM. Another hybrid computational model based on genetic algorithm (GA) and support vector regression (SVR) was developed to predict bridge scour depth near piers and abutments [16] . The proposed hybrid model achieved 80% more accurate error rates than those obtained using other methods, such as regression tree, chi-squared automatic interaction detector, artificial neural network, and ensemble models. These studies provide examples that demonstrate the effect of using a hybrid method.
Appl. Sci. 2019, 9, 5324 3 of 25 This study attempted to combine the techniques of rule-based reasoning and supervised machine learning to develop an algorithm that can automatically filter out irrelevant clashes from the BIM-generated clash detection reports. The main purpose of this study is to explore whether the hybrid method we proposed can enhance the predictive accuracy by machine learning algorithms without a large number of training cases as well as without increasing the development manpower. Unlike most rule-based systems that require an exhaustive knowledge acquisition process, the rule-based reasoning in this study is not intended to obtain accurate results, because this often requires a great amount of efforts regarding knowledge acquisition. Instead, we intend to first obtain a preliminary classification of clashes by applying a simple rule set acquired from the same experts of labeling for the subsequent machine learning process and incorporate these preliminary results in the machine learning process to see if they can help improve the prediction accuracy.
Related Work
In most construction projects, structural, mechanical, electrical, and plumbing (MEP) engineers develop their designs based on the architectural model. This base model is often constantly updated along with the progress of the design work. Without the adequate synchronization of all the updates among these design teams, there will be so-called "design clashes". It refers to a conflict of building components overlapping each other spatially when various types of engineering drawings are compiled. As pointed out by some scholars, if a collaboration environment exists between design teams, most clashes can be avoided [7] . However, in the participatory action research of the United Kingdom, researchers introduced a collaboration environment in a multi-floor large-scale construction project, where the engineers were assisted by software to avoid design clashes. However, there were still more than 400 clashes found between the structural model and the MEP model [4] . Their study pointed out that collaboration can indeed reduce design conflicts, but clash detection is still a necessary operation.
In the era of 2D drawings, design conflicts were not easily detected at the design phase, but remained until the construction, leading to reworks or even change orders. Clashes have been regarded as one of the major factors causing cost overruns and project delays. The emergence of BIM software enables easy design conflict/clash detection; conflict checking has been one of the essential functions of BIM software. However, Helm et al. [5] found that those clash detection algorithms in most BIM software are relatively simple: as long as two building components are spatially overlapping, touching, or within a given distance, they are recognized as conflicts and are listed in the detection report. Identifying and resolving those detected clashes is a time-consuming and laborious task [4, 6, 7] . The clashes detected by BIM software can be roughly divided into three categories: (1) errors, which are the clashes that will affect the project and must be resolved, such as structural components penetrated by pipes; (2) deliberate clashes, which includes intentional clashes originating from the designer, such as the pipes and conduits penetrating through the slabs; (3) pseudo clashes, which are permissible clashes appearing to be errors. As Wang and Leite [17] discovered, the proportions of deliberate and pseudo clashes, which are also known as "irrelevant clashes", in a particular project were up to 50% [10] . Among the cases considered in our study, this proportion was even higher. Scholars termed these conflicts that do not have substantial impacts on the project as "irrelevant clashes" [6, 7] . These irrelevant clashes can be discovered in subsequent project stages and easily handled by the site engineers themselves; therefore, there is no need to resolve them during the clash detection. However, the clash detection report of BIM software does not disclose these irrelevant clashes, which means they must be manually identified by BIM managers instead. As pointed out by Hu et al. [7] , in practice, many projects can have millions of clashes, so automating the filtering of irrelevant clashes is an important and urgently needed function [4, 6, 7] .
Existing methods of reducing irrelevant clashes can be roughly divided into three aspects: clash avoidance, clash detection improvement, and clash filtering [7] . Clash avoidance begins with the modeling method during the design phase, emphasizing the collaboration and coordination among the design teams to avoid the occurrence of clashes from the beginning. Mehrbod et al. [18] established taxonomy to classify the causes of clashes into three categories, namely, process-based, model-based, and physical design [12] . They aimed to understand the causes of design conflicts and the consideration factors for conflict/clash resolution. With the aim of reducing the occurrence of clashes through automated coordination, Wang and Leite [17] constructed a sematic schema for MEP coordination that was used to present and acquire the experience and knowledge hidden behind the coordination issues. Both Hartmann [19] and Gijezen [20] re-examined the BIM model via a more organized work breakdown structure (WBS) to reduce the number of irrelevant clashes. However, scholars believe that this approach undoubtedly increases the burden on the design teams [7] . Collaboration would be difficult to implement in many projects because project participants may not have a mutual contractual relationship [6, 9] .
Meanwhile, some scholars consider that improving the clashes detection algorithms in BIM software can increase the accuracy of its detection, thereby reducing the number of irrelevant clashes [5] . These methods include the sphere-trees method [21] , approximate polyhedra with spheres and bounding volume hierarchy [22, 23] , oriented bounding boxes or OBB-trees method [24] , and ray-triangle intersection algorithm [5] . These algorithms are continually improved to increase the accuracy of clash detection. Yet, as pointed out by scholars, the refined clash detection algorithms still cannot effectively reduce irrelevant clashes [10] , especially those caused by human errors [7] .
The third method is to directly identify and filter out irrelevant clashes in the clash detection report of BIM software. One of the popular methods of identification or diagnosis on a certain domain is rule-based systems [25] . Rule-based systems, also known as rule-based expert systems, have been commonly used in many fields such as medical, engineering, manufacturing, education, etc. since the 1980s and have been proved to be effective in pattern recognition, diagnosis, decision-making, control, planning, and so on due to the transparency of knowledge reasoning and consistency of reasoning results [12] . However, despite their advantages, rule-based systems require a considerable amount of time to acquire the knowledge that is needed for reasoning. A rule-based system was proposed to automate the code checking process for green construction. Still, the researchers found that the domain knowledge is dispersed and fragmented, and rule acquisition requires human experts from many professional fields [11] . Hu et al. [7] applied the rules to identify the dependency relationship of conflicting/clashing components, thereby constructing a component-dependent network. This network can be used to identify the central components of clashes, group those repetitive clashes, and finally filter out irrelevant clashes. However, the number of irrelevant clashes being filtered out depends on the components' dependency relationships and their query algorithms, which are similar to a rule-based knowledge base, which requires a lot of effort to capture and maintain those rules. Besides, the rules developed by their study may not necessarily fit other projects.
Another method that also is popular for complex problems and does not require too many efforts on knowledge acquisition is machine learning. Machine learning algorithms use computational methods to predict results directly from historical data without relying on predetermined rules or equations on domain knowledge. Besides, the algorithms adaptively improve their performance as the number of training cases increases [13, 15] . Despite its ease of identifying trends and patterns without human intervention, researchers often argued that machine learning requires a sufficiently large training dataset that allows a more complex model in order to obtain favorable results [7, 15] . In the field of identifying design clashes, Hu and Castro-Lacouture [6] used a historical dataset of 204 clashes from a three-story building and implemented six different machine learning classifiers including J48-based decision trees, random forest, Jrip, binary logistic regression, naïve Bayesian, and Bayesian network to filter out irrelevant clashes. The features selected for machine learning process considered three aspects: (1) the information uncertainty level; (2) problem complexity, such as clashing objects' size, priority, materials, type, and clashing volume, and (3) contextual flexibility, such as the location, spatial relationship, and available space [6] . However, their method based on machine learning obtained an average prediction accuracy of 80%, but it required a great amount of labor to preprocess the training data. Some researchers then argued that before a sufficient number of training cases are collected, the prediction accuracy is insufficient [7] .
In summary, both rule-based reasoning and machine learning have their own pros and cons to provide a solution to domain problems. The former produces a favorable result no matter how big the training data size is but often requires a great number of efforts to acquire knowledge from human experts. On the contrary, the latter does not require human efforts to prepare and formulate the domain knowledge to produce results. Still, it requires sufficient training data in order to obtain a favorable result. In the field of machine learning, many studies have proved that applying the hybrid method that combines two or more sophisticated algorithms on certain domains can obtain better results than using individual methods [14] [15] [16] . However, most studies combined two or more machine learning algorithms as their hybrid methods, but few have taken advantage of machine learning and rule-based systems from the perspectives of minimal development efforts and maximal predictive performances.
Considering the nature of clash detection, in which a large training dataset is not easy and cost-effective to collect and prepare, this study made the best use of expertise from human experts hired by the research team to both prepare the training dataset for machine learning and to be interviewed to acquire their heuristic know-how for rule-based reasoning. Based on the perspective of clash filtering, this study first used rule-based reasoning to preliminarily determine the type of clashes; subsequently, the results of the preliminary classification are added into the dataset of machine learning for training and the testing of classifiers in order to improve the prediction accuracy under a small training dataset.
Methodology
The knowledge acquisition of a rule-based system that takes into consideration spatial relations is not easy, and machine learning requires numerous training cases in order to obtain a reasonable accuracy. Therefore, this study proposes a hybrid method by first developing a simple rule-based system that merely takes into consideration clash attributes; then, the results of the rule-based reasoning is merged to the dataset of machine learning. This study develops the research methodology shown in Figure 1 to validate the effectiveness of this method. First, a real architectural project is selected, BIM software is used for clash detection, and then the (clash) detection report is submitted to two experts for labeling clash types. The labeling results with identical labels from the experts are selected and further adjusted to form training dataset #1; this dataset is subjected to a supervised machine learning process to obtain the "pure machine learning results". At the same time, the same experts are interviewed to acquire their knowledge of determining the types of clashes and incorporate this knowledge into rules. These rules only consider attributes of clashing components and do not delve into other deeper spatial relations with others. After implementing the rules, training dataset #1 is used in the same manner for rule-based reasoning to obtain the "pure rule-based results". Next, these results are regarded as a field of training data inserted to training dataset #1 and form training dataset #2; this dataset is again processed by the same supervised machine learning to obtain the "hybrid results". Finally, the accuracy of the three prediction results is evaluated and compared. In the following paragraphs, Section 3.1 first describes the data collection process; Section 3.2 describes the process of hiring experts to label the type of case clashes for the clash detection report; and Section 3.3 describes the selection and adjustment of the labeling results. The development of the rule-based system and its prediction results are introduced in Section 4, followed by Section 5 describing the prediction results of two similar machine learning processes. 
Data Collection
This study used a large shopping mall with nine floors above the ground and four floors underground as the testing case. This building was considered mainly because it consisted of a large number of complicated pipes and conduits, as shown in Figure 2 . The structural and MEP model of the building were extracted for clash detection through Autodesk Navisworks Manage 2017. Clashes detected by most BIM software can be hard clashes or soft clashes. Hard clashes exist when building elements have physical overlaps, whereas soft clashes occur when an element is not given the spatial tolerances it requires. Similar to most of the studies discussing clash detection mentioned in Section 2, this study only considers "hard clashes" because they have a universal definition, and therefore research results can be compared. In order to control the number of total clashes within an acceptable range for labeling work by the hired experts, this study merely selects the water supply pipes and fittings from the MEP model for clash detection against the structural model. Figure 3 shows a part of the HTML-based clash detection report. The summary table on the top records the total number of clashes in the report; the table below lists the detailed information of each conflict/clash. The detailed information includes the grid location of the conflict/clash, clash point, and distance, as well as the information of two clashing objects, including their IDs, floors, names, and types. Moreover, snapshots of two clashing objects are attached. Clicking on the thumbnails in the first column of the table allows viewing the enlarged snapshots, as shown in Figure 4 . Table 1 presents the complete statistics of the clash detection report; there are a total of 415 clashes between four structural components (beams, columns, slabs, walls) and two MEP components (pipes and fittings). 
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Labeling the Clash Types
Human experts still inevitably have different subjective judgments on the same cases, and therefore the research team hired two experts who both have more than five years of experience on clash coordination and resolution to label the clash types from the same clash detection report. Those clashes with different labels by the two experts will be excluded from the training process during the machine learning phase. Once obtaining the HTML-based clash detection report, we transform it into a spreadsheet, as shown in Figure 5 , for human experts to label the clash types. Besides all the information on the clash detection report shown in Figure 3 , the spreadsheet also contains a column "Clash Type" with a drop-down list to facilitate labeling clash types by the experts. The drop-down list consists of four options: serious clashes, negligible clashes, legal interventions, and unknown. These four options use a more intuitive vocabulary; at the time of subsequent analysis, these options will correspond to the four categories suggested by the literature as errors, pseudo clashes, deliberate clashes, and unknown, respectively. Serious clashes or errors are those relevant and crucial clashes that need to be carefully examined and resolved if necessary. Except for the spreadsheet containing information derived from the clash detection report, the researcher did not provide the labeling experts with other information about the building, such as CAD drawings or 3D building models. The only information for them to determine the clash types is the clash detection report mentioned in Section 3.1. 
Human experts still inevitably have different subjective judgments on the same cases, and therefore the research team hired two experts who both have more than five years of experience on clash coordination and resolution to label the clash types from the same clash detection report. Those clashes with different labels by the two experts will be excluded from the training process during the machine learning phase. Once obtaining the HTML-based clash detection report, we transform it into a spreadsheet, as shown in Figure 5 , for human experts to label the clash types. Besides all the information on the clash detection report shown in Figure 3 , the spreadsheet also contains a column "Clash Type" with a drop-down list to facilitate labeling clash types by the experts. The drop-down list consists of four options: serious clashes, negligible clashes, legal interventions, and unknown. These four options use a more intuitive vocabulary; at the time of subsequent analysis, these options will correspond to the four categories suggested by the literature as errors, pseudo clashes, deliberate clashes, and unknown, respectively. Serious clashes or errors are those relevant and crucial clashes that need to be carefully examined and resolved if necessary. Except for the spreadsheet containing information derived from the clash detection report, the researcher did not provide the labeling experts with other information about the building, such as CAD drawings or 3D building models. The only information for them to determine the clash types is the clash detection report mentioned in Section 3.1. Appl. Sci. 2019, 9, x FOR PEER REVIEW 9 of 27 Figure 5 . Spreadsheet-based clash detection report for labeling of clash type by experts. Table 2 shows a summary of the labeling results by two experts. After comparing the details, 89 clashes were found with different labels by the two experts and excluded, which means only the remaining 326 cases were used for the processing. Moreover, there was no negligible clash among the clash types labeled by both experts. An investigation reveals that most negligible clashes may occur when pipes penetrate a beam. According to the specification of reinforced concrete structures [26] published by the Chinese Society of Structural Engineers in Taiwan for the positions of legal pipes penetrating through beams, if the position of clash falls on the grid area in Figure 6 , the structural behavior of the beam will not be affected. In other words, this clash can be classified as a negligible clash, or a pseudo clash. Applying this specification requires the precise dimensions of the clashing objects and the clashing position. The experts were not able to determine whether those clashes were negligible or not by merely viewing the snapshots with their naked eye. Therefore, to be on the conservative side, the experts mostly labeled those clashes with pipes penetrating through beams as "serious clashes"; a few cases were labeled as unknown.
Label Adjustment
In order to increase the granularity of the training data and improve the filtering rate of irrelevant clashes later on, researchers decided to further apply the specification as mentioned above toward the original labeling results. The research team used the Model Builder embedded by Environmental Systems Research Institute (ESRI) ArcScene to implement the specification, as shown in Figure 7 , and obtain the adjusted labeling result, as shown in the rightmost column of Table 2 . The original 58 serious clashes and five unknowns were adjusted as negligible clashes. After adjustment, the numbers of labeling for four clash types turn to be 100 errors, 63 pseudo clashes, 127 deliberate clashes, and 36 unknowns. Table 2 shows a summary of the labeling results by two experts. After comparing the details, 89 clashes were found with different labels by the two experts and excluded, which means only the remaining 326 cases were used for the processing. Moreover, there was no negligible clash among the clash types labeled by both experts. An investigation reveals that most negligible clashes may occur when pipes penetrate a beam. According to the specification of reinforced concrete structures [26] published by the Chinese Society of Structural Engineers in Taiwan for the positions of legal pipes penetrating through beams, if the position of clash falls on the grid area in Figure 6 , the structural behavior of the beam will not be affected. In other words, this clash can be classified as a negligible clash, or a pseudo clash. Applying this specification requires the precise dimensions of the clashing objects and the clashing position. The experts were not able to determine whether those clashes were negligible or not by merely viewing the snapshots with their naked eye. Therefore, to be on the conservative side, the experts mostly labeled those clashes with pipes penetrating through beams as "serious clashes"; a few cases were labeled as unknown.
In order to increase the granularity of the training data and improve the filtering rate of irrelevant clashes later on, researchers decided to further apply the specification as mentioned above toward the original labeling results. The research team used the Model Builder embedded by Environmental Systems Research Institute (ESRI) ArcScene to implement the specification, as shown in Figure 7 , and obtain the adjusted labeling result, as shown in the rightmost column of Table 2 . The original 58 serious clashes and five unknowns were adjusted as negligible clashes. After adjustment, the numbers of labeling for four clash types turn to be 100 errors, 63 pseudo clashes, 127 deliberate clashes, and 36 unknowns. 
Rule-Based Reasoning
While directly obtaining the labeling results from the experts, we also interviewed the two hired experts to acquire their knowledge used to classify the clash types. Different from most rule-based reasoning systems [17, 27] acquiring as many rules as possible, we only focus on those rules of thumb requiring facts that can be found in the clash detection report. The reason for this is that the rulebased reasoning in this study is not meant to serve as a robust method for classifying clash types; instead, it is used to serve as the catalyst to improve the prediction performance of the supervised machine learning. In addition, the clash detection report is the only reference for the experts to do their jobs. The following six rules are directly acquired after interviewing the experts:
1. Beam Rule: If the type of clashing object from the structural model is a beam, the clash type will be an "error". 2. Extended Beam Rule: If the type of clashing object from the structural model is a beam and the clash position falls within the legal area defined by the specification, the clash type will be a 
While directly obtaining the labeling results from the experts, we also interviewed the two hired experts to acquire their knowledge used to classify the clash types. Different from most rule-based reasoning systems [17, 27] acquiring as many rules as possible, we only focus on those rules of thumb requiring facts that can be found in the clash detection report. The reason for this is that the rule-based reasoning in this study is not meant to serve as a robust method for classifying clash types; instead, it is used to serve as the catalyst to improve the prediction performance of the supervised machine learning. In addition, the clash detection report is the only reference for the experts to do their jobs. The following six rules are directly acquired after interviewing the experts:
1.
Beam Rule: If the type of clashing object from the structural model is a beam, the clash type will be an "error".
2.
Extended Beam Rule: If the type of clashing object from the structural model is a beam and the clash position falls within the legal area defined by the specification, the clash type will be a "pseudo clash". This rule is based on the specification we used to adjust the original labeling result mentioned in Section 3.3.
3.
Column Rule: If the type of clashing object from the structural model is a column, the clash type will be an "error".
4.
Slab Rule: If the type of clashing object from the structural model is a slab, the clash type will be a "deliberate clash".
5.
Wall Rule: If the type of clashing object from the structural model is a wall, the clash type can be a "deliberate clash" or an "error". 6.
Bearing Wall Rule: If the type of clashing object from the structural model is a wall and is not a bearing wall, the clash type will be a "deliberate clash"; otherwise, it is an "error".
Among these rules, Rule #6 requires other supporting information that the clash detection report does not provide to ensure whether the clashing wall is a bearing wall or not. Therefore, it is excluded from our final rule repository. Instead of classifying those clashing walls as "errors", the researchers simply revised Rule #5 as follows:
7.
Simplified Wall Rule: If the type of clashing structural component is a wall, the clash type will be unknown.
Then, the research team applied the Rules #1-4 and #7 stated above to perform the rule-based reasoning and obtained the clash classification result, as presented in Table 3 . The average accuracy rate is approximately 60% (194/326). The columns in Table 3 represent the numbers of clash types predicted using the rules, whereas the rows represent the actual clash types specified by the two experts. For example, among the 100 true errors, the rule-based reasoning correctly predicts 98 of them, and the remaining two errors are determined as unknown. As mentioned earlier, the aim of rule-based reasoning in this study is only to improve the outcomes of machine learning under a small training dataset. Therefore, the rules we applied did not consider deep and complex relationships among those clashing objects. As a result, the prediction accuracy (60%) tended to be low. The prediction results by rule-based reasoning here will be further included as a feature for the machine learning process that is introduced in Section 5.5.
Machine Learning Process

Feature Selection and Manipulation
The first task of the supervised machine learning process is to select those features of the dataset (i.e., attributes) that may contribute to problem-solving. Table 4 presents the results of the feature selection in this study. In the table, the features from the clash detection report include numeric ones, such as "Distance", "Floor-1", and "Floor-2". The values of these features are left unchanged without manipulation. The "clash point" is the coordinates with a mix of text and numbers, so the values are extracted separately and form three independent numeric features, namely, "Clash Point_x", "Clash Point_y", and "Clash Point_z". Furthermore, the features whose data types are nominal/text, such as "ItemType-1" and "ItemType-2", additionally require "one-hot encoding" to be transformed into numeric features. Therefore, the original six features found in the clash detection report finally result in the first 12 deriving features, which are shown in the last column of Table 4 . These features will be used for the machine learning process to be introduced in Section 5.3 and 5.4. In order to demonstrate whether rule-based reasoning can improve the predicting accuracy of machine learning, the results of rule-based reasoning mentioned in Section 4 are also added as a feature "Rule-Tag" for the machine learning process, which is addressed in Section 5.5. Since the data type of this feature is also nominal/text, "one-hot encoding" is also applied in the same manner. That makes a total of 16 features that are present in the training dataset for the machine learning process of Section 5.5.
The subsequent machine learning process is divided into two experiments. The first experiment uses the first 12 features shown in the last column of Table 4 for the training and testing of classifiers, i.e., the dataset does not contain the results of rule-based reasoning; this dataset is denoted as training dataset #1, as shown in Figure 1 . Section 5.3 and 5.4 will explain this process and the results in detail. The second experiment uses all the features in the last column of Table 4 ; the dataset is denoted as training dataset #2. These two experiments are then compared to evaluate the impacts of rule-based reasoning on the prediction accuracy of machine learning. Section 5.5 will detail the results of this experiment.
Classification Algorithms and Parameters
This study adopted the open-source machine learning library, Scikit-Learn, as a development tool, which provides a rich set of tools and various algorithms required for classification and regression problems. As suggested by many machine learning studies [28, 29] , no single classifier can work best across all scenarios. The best practice of choosing a classification algorithm is to compare the performance of several learning algorithms and select the best model for the problem to be solved. Even so, the best model under this consideration may still vary regarding the nature of the training dataset we collect, the number of training cases, and the features we select for the learning process. Besides, instead of determining the best model for a particular problem, the main purpose of this study is to demonstrate the effect of the hybrid method we propose on the predictive performance. Therefore, this study implemented several classifiers using common classification algorithms including decision tree (DT) [30, 31] , support vector machine (SVM) [32] [33] [34] , and k-nearest neighbor (k-NN) [28, 35] , as well as three classifiers applying ensemble learning strategies [28] , and then conducted the training process using these classifiers upon two training datasets, one with the feedback from rule-based reasoning and the other without it, and compared both predictive performances. The decision tree is chosen because it works well with both numerical and categorical features and provides interpretability for decision-making [29] , while SVM can generate robust results for complex classification problems [15] . k-NN, an easy-to-implement classifier that works well with a small dataset but suffers from low efficiency when the dataset grows, is used as a benchmark for DT and SVM classifiers [29] . The reason why those ensemble learning classifiers are also included in this study is that they combine multiple classifiers to have a better performance than individual classifiers alone. However, as mentioned above, we are not intending to decide which classifier best fits the domain problem, so we did not dive deep into tuning those hyper-parameters of each classifier. The results of the comparison among them will be addressed later in Section 6. Table 5 summarizes the manipulation of training classifiers implemented by this study. To test and evaluate the prediction accuracy of different classifiers, this study randomly selected 30% of 326 cases, i.e., 98 sets, as the testing dataset; the remaining 70% was the training dataset, i.e., 228 cases. For the training of all types of classifiers, the training dataset was subjected to k-fold cross-validation (k = 5) with a 4:1 split ratio. When implementing classifiers such as kNN, SVM, and Voting, the dataset was subjected to standardization before proceeding to the learning process. Tables 6 and 7 list the modeling parameters of individual classifiers and ensemble learning classifiers, respectively. Table 6 . Modeling parameters of individual classifiers.
Classifiers Parameters
DecisionTree criterion = "gini", max_depth = 6 KNeighborsClassifier n_neighbors = 3 SVMClassifier c = 1.0, kernel = "linear" & "rbf" Table 7 . Modeling parameters of ensemble learning classifiers.
Ensemble Learning Strategy Estimators Parameters
VotingClassifier DecisionTree (max_depth = 6) voting = "soft", KNeighbors (n_neighbors = 3) weights = [5, 1, 1] SVM (kernel = "linear") BaggingClassifier DecisionTree (max_depth = 6) n_estimators = 100 RandomForestClassifier DecisionTree (max_depth = 6) n_estimators = 100, criterion = "gini" Furthermore, the error matrix, also known as the confusion matrix, was adopted for the evaluation, which reports the counts of the true positive, true negative, false positive, and false negative predictions of a classifier, as shown in Figure 8 [28] . Three indicators derived from the error matrix were recorded to evaluate the performance metrics against all the training classifiers, including precision, recall, and f1-score, which are defined according to Equations (1)-(3), respectively. Precision is the number of true positive results divided by the number of all the positive results returned by the classifier, and recall is the number of true positive results divided by the number of all the samples that should have been identified as positive. The f1-score is the harmonic mean of the precision and recall, with its best value at 1 and worst value at 0. Precision = TP TP + FP (1)
Sections 5.3 and 5.4 explain the machine learning processes using training dataset #1 for individual classifiers and ensemble learning classifiers, respectively; Section 5.5 explains the results obtained using training dataset #2 along with rule-based reasoning results for the same machine learning process.
Strategy Estimators Parameters
VotingClassifier DecisionTree (max_depth = 6) voting = "soft", KNeighbors (n_neighbors = 3) weights = [5, 1, 1] SVM (kernel = "linear") BaggingClassifier DecisionTree (max_depth = 6) n_estimators = 100 RandomForestClassifier DecisionTree (max_depth = 6) n_estimators = 100, criterion = "gini" Furthermore, the error matrix, also known as the confusion matrix, was adopted for the evaluation, which reports the counts of the true positive, true negative, false positive, and false negative predictions of a classifier, as shown in Figure 8 [28] . Three indicators derived from the error matrix were recorded to evaluate the performance metrics against all the training classifiers, including precision, recall, and f1-score, which are defined according to Equations (1)-(3), respectively. Precision is the number of true positive results divided by the number of all the positive results returned by the classifier, and recall is the number of true positive results divided by the number of all the samples that should have been identified as positive. The f1-score is the harmonic mean of the precision and recall, with its best value at 1 and worst value at 0. 
Individual Classifiers of the Linear Model
Decision Trees (DTs) Classifier
First, the research team implemented a classifier using the DT, which can work with both numerical and categorical features and also provides interpretability for decision-making [29] . The algorithm starts at the root of the feature tree and splits the dataset on the tree node, which results in the largest information gain, IG, as shown in Equation (4) [28] . The objective function of a decision tree to optimize the training is to maximize the information gain at each node [29] .
In Equation (4), f is the feature to perform the split, D p and D j are the datasets of the parent and jth child node, I is the measure of data applying the splitting criteria, N p is the total number of samples at the parent node, and N j is the number of samples in the jth child node. As stated by this equation, the information gain is the difference between the measures of splitting data of the parent node and the sum of the child node impurities. The splitting criteria we used in this study is Gini impurity (I G ), which is defined in Equation (5) [28] :
Here, p(i|t) is the proportion of the cases that belong to class i for a particular node t. Table 8 and Figure 9 shows one of the prediction results of the DT classifier that we implemented and trained using training dataset #1 depicted in Figure 1 , or the dataset without the feedback from rule-based reasoning. Among 98 testing cases, 81 cases were correctly classified, which made an overall precision of 0.85, recall of 0.83, and f1-score of 0.83. In order to avoid bias from one test, we repeated the above training and testing process 30 times, where different training and testing cases were randomly selected for each test. The average precision, recall, and f1-score of 30 tests are 0.88, 0.87, and 0.87, respectively. Figure 9 . The error matrix of the test as shown in Table 8 .
Support Vector Machine (SVM) Classifier
SVM is also a common machine learning classifier that is widely used in practical and theoretically domains [29] . This study implemented a classifier using the SVM algorithm because they can generate accurate and robust results for classification problems, even when training data are nonlinearly separable [29, 33] . They can also be easily extended to solve nonlinear classification problems using a nonlinear "kernel" [32, 34] . The optimization objective of SVM classifiers is to maximize the distance between the separating decision boundary and the training samples that are closest to this boundary [29] . A penalty can also be applied for misclassification [28] . Using training dataset #1 and repeating 30 train-then-test cycles the same as stated previously, the SVM classifier implemented by this study used a linear kernel and obtained an average f1-score of 0.79 among 30 tests and an average f1-score of 0.74 when using a radius basis function kernel.
K-Nearest Neighbors (k-NN) Classifier
Next, a classifier using the k-NN algorithm was implemented. k-NN was selected because it is a robust classifier that is often used as a benchmark for more complex classifiers, such as SVM and decision trees [35] . Besides, since both the number of features and size of our training dataset are not very large, this classifier does not suffer from the "curse of dimensionality" and low computation efficiency [28] . The average precision, recall, and f1-score of 30 tests for the k-NN classifier with three neighbors and a uniform weight are 0.79, 0.78, and 0.78, respectively, which is close to the results of the SVM classifier and lower than the DT classifier we implemented. This implies that the performances of both SVM and DT classifiers implemented by this study are considerably robust and trustworthy.
Multiple Classifiers by Ensemble Learning
The three individual classifiers mentioned previously could obtain a predictive precision ranging from 0.79 to 0.88. The research team further considered constructing a group of individual classifiers that can often receive a better predictive precision than any of its members, as suggested by the so-called ensemble learning [28] . The benefit of the ensemble method is that it combines different classifiers into a multiple classifier and thus has a better prediction performance than individual classifiers alone. The three ensemble learning classifiers implemented in this study are Figure 9 . The error matrix of the test as shown in Table 8 .
Support Vector Machine (SVM) Classifier
K-Nearest Neighbors (k-NN) Classifier
Multiple Classifiers by Ensemble Learning
The three individual classifiers mentioned previously could obtain a predictive precision ranging from 0.79 to 0.88. The research team further considered constructing a group of individual classifiers that can often receive a better predictive precision than any of its members, as suggested by the so-called ensemble learning [28] . The benefit of the ensemble method is that it combines different classifiers into a multiple classifier and thus has a better prediction performance than individual classifiers alone. The three ensemble learning classifiers implemented in this study are based on different strategies, including majority voting, bagging, and random forest.
Majority Voting Classifier
As stated earlier, during the ensemble learning, a group of individual classifiers will be involved in the prediction process. Majority voting means that we combine different types of classifiers for prediction and select the answer that is predicted by the majority of classifiers [28] . The majority voting classifier implemented by this study comprises all three individual classifiers introduced in Section 5.3. Since the DT classifier has the best predictive performance among the three, the voting weights of the DT, SVM, and k-NN classifier is assigned as 5:1:1, respectively, indicating that the prediction made by the DT classifier has five times more weight than the predictions by other two classifiers. Table 9 and Figure 10 present one of the predictions made by the majority voting classifier that we implemented using training dataset #1, which was the one without the feedback from rule-based reasoning. Its overall predictive precision, recall, and f1-score are 0.86, 0.84, and 0.84. Again, we repeated the train-then-test cycle 30 times and obtained an average precision of 0.89, recall of 0.88, and f1-score of 0.88. The predictive performance of the majority voting classifier is close to the individual DT classifier, indicating that the ensemble learning effect is not significant. Although this result can be further improved by choosing a new set of individual classifiers or tuning the hyper-parameters such as weights, we still stopped here and moved forward to implement other ensemble learning classifiers. 
Bagging
Bagging is another ensemble strategy that is similar to majority voting that includes multiple classifiers and casts votes to the final decision. Instead of using different types of individual classifiers and the same training dataset to fit the classifiers, a bagging classifier only employs the same type of individual classifier and draws random samples from the training set to train the classifiers. It is a useful technique to reduce the model variance [28] . The bagging classifier we implemented employed 100 DT classifiers. Using training dataset #1 and repeating 30 train-then-test cycles, the bagging classifier obtains an average predictive performance of 0.91. Comparing with the previous individual classifiers mentioned in Section 5.3, this result moderately demonstrates the effect of ensemble learning. Figure 10 . The error matrix of the test as shown in Table 9 .
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Bagging
Bagging is another ensemble strategy that is similar to majority voting that includes multiple classifiers and casts votes to the final decision. Instead of using different types of individual classifiers and the same training dataset to fit the classifiers, a bagging classifier only employs the same type of individual classifier and draws random samples from the training set to train the classifiers. It is a useful technique to reduce the model variance [28] . The bagging classifier we implemented employed 100 DT classifiers. Using training dataset #1 and repeating 30 train-then-test cycles, the bagging classifier obtains an average predictive performance of 0.91. Comparing with the previous individual classifiers mentioned in Section 5.3, this result moderately demonstrates the effect of ensemble learning.
3. Random Forest Figure 10 . The error matrix of the test as shown in Table 9 .
Random Forest
The last ensemble learning classifier we implemented is the random forest, which is a special case of bagging. Similar to bagging that only employs one type of individual classifier, which is DT, and draws random samples from the training set, the random forest also randomly selects feature subsets to fit the individual decision trees [28] . The random forest classifier we implemented also employs 100 DT classifiers and obtains a very close prediction performance of 0.89 compared with the bagging classifier, which also reflects the effect of ensemble learning. Table 10 summarizes the average f1-scores of 30 tests using training dataset #1 for both the individual classifiers and ensemble learning classifiers implemented by this study. Table 10 also presents the average f1-scores of each clash type predicted by all classifiers. 
Machine Learning with Feedback from Rule-Based ReasoningFormatting of Mathematical Components
According to the research process of Figure 1 , we used training dataset #2 to perform the same machine learning process as described in Section 5.3 and 5.4 once we obtained the predictive results from rule-based reasoning introduced in Section 4. A feature called "Rule-tag" whose values are the corresponding clash types predicted by rule-based reasoning is inserted into training dataset #1, forming training dataset #2. Table 11 summarizes the average f1-scores of 30 tests using training dataset #2 for both the individual classifiers and ensemble learning classifiers implemented by this study. As shown in Table 11 , the average f1-scores of individual classifiers using the training dataset with the feedback from rule-based reasoning range from 0.91 (both k-NN and SVM classifier) to 0.94 (DT classifier), whereas the average f1-score of ensemble learning ranges from 0.94 (random forest classifier) to 0.96 (bagging classifier). More evaluation and discussion between the results of machine learning using training dataset #1 and #2 will be detailed in Section 6. 
Results and Evaluation
Results
In summary, we first implemented a basic rule-based reasoning system, which was introduced in Section 4, for predicting the clash types according to the clash detection report generated by BIM software, and obtained the preliminary predictive accuracy rate of 60% (194/326). Next, we implemented six common classifiers (three individual classifiers and three ensemble learning classifiers) and conducted the same machine learning process twice using two training datasets: training dataset #1, derived from the clash detection report with clash types labeled by two human experts, and training dataset #2, derived from merging training dataset #1 and a feature of clash types predicted by the rule-based reasoning.
For the experiment with training dataset #1, the best predictive performance from 30 tests among three individual classifiers is obtained by the DT classifier (f1-score is 0.87), whereas the best ensemble learning classifier is the one using the strategy of bagging (f1-score is 0.91). Among the three individual classifiers, the k-NN classifier obtained the lowest f1-score, indicating that the results of both SVM and DT classifiers are considerably robust and trustworthy. The DT classifier outperforms the SVM classifiers by 10% probably because the dataset is relatively small, and the number of labels in this study is four rather than two or three, where SVM could function better [28] . The information gain of DT classifiers usually tends to be larger for the label with more cases in training data, so it may benefit from the nature of the training data we selected.
Among the three ensemble learning classifiers, there is no significant difference in their performance. Still, all of them outperform the three individual classifiers, proving the findings suggested by previous studies of machine learning [28] , especially compared with the SVM and k-NN classifiers.
The experiment results with the training dataset #1 are also compared with the previous work by Hu and Castro-Lacouture [6] , where six machine learning classifiers were implemented to filter out irrelevant clashes. Their best predictive performance in terms of f1-score, obtained by both random forest classifier and a rule-based classifier, Jrip, was 0.74, lower than the average f1-score of the random forest classifier in our study (0.881). This outperformance does not necessarily indicate that our classifiers are better because their classifiers may suffer from underfitting due to the smaller training dataset (204 versus 326 cases) and the larger number of features (10 versus 6 features). The other reason could also be the difference in the nature of training data, as we mentioned in the comparison between DT and SVM classifiers.
For the experiments with training dataset #2, the predictive performances of all three individual classifiers reach a favorable level of 0.91, while the level is 0.94 or higher for ensemble learning classifiers. The best performances for both individual and ensemble learning classifiers remain to be DT and bagging, respectively. The predictive performances of all the classifiers achieved improvements in terms of average f1-score, as shown in Figure 11 . Taking a closer look at the comparisons, the average f1-scores of the SVM and k-NN classifiers significantly increased by approximately 15%-17% while the prediction improvement by the DT and three ensemble learning classifiers also increased by 6%-8.5%. Among those clash types predicted by machine learning classifiers, errors and pseudo clashes gained the greatest increase in two experiments, as shown in Figure 12 
Evaluation
The effect of the hybrid method on predictive performances obviously comes from the contribution of preliminary results by rule-based reasoning. Without this feedback, though it is not very accurate, the machine learning algorithms require more cases to reach a better performance. The improvement itself is not beyond our expectation, but what amazed us was that such a tiny rule base with five simple rules, possessing a relatively low predictive accuracy of 0.6, can still make contributions to those classifiers with a much higher predictive accuracy of 0.8. Figures 13-15 illustrate the feature importance of the decision tree, bagging, and random forest classifiers. The feature importance reveals the contribution of each feature in deriving the prediction results. The left histogram of these figures shows the results using training dataset #1, whereas the right histogram uses training dataset #2. As shown in the left histograms of Figures 13-15 , the most discriminative feature processed by training dataset #1 is "Framing", which implies that if the type of clashing item is a beam, it can contribute nearly 40% of correct prediction. However, among those features processed by training data with the feedback of rule-based reasoning, or training dataset #2, the rule-based tag with "errors" becomes the most contributing feature to the prediction results. The shift of the most discriminative feature between the two experiments responds and explains the above-mentioned prediction improvement. According to Table 2 , the proportion of actual cases that are "errors" is around 30%, representing the second-largest label cluster in the training data and reflecting the character of DT classifiers that tend to make a prediction to those labels with more cases. The feature importance of both "framing" and "rule_errors" in our experiments may reflect the effect 
The effect of the hybrid method on predictive performances obviously comes from the contribution of preliminary results by rule-based reasoning. Without this feedback, though it is not very accurate, the machine learning algorithms require more cases to reach a better performance. The improvement itself is not beyond our expectation, but what amazed us was that such a tiny rule base with five simple rules, possessing a relatively low predictive accuracy of 0.6, can still make contributions to those classifiers with a much higher predictive accuracy of 0.8. Figures 13-15 illustrate the feature importance of the decision tree, bagging, and random forest classifiers. The feature importance reveals the contribution of each feature in deriving the prediction results. The left histogram of these figures shows the results using training dataset #1, whereas the right histogram uses training dataset #2. As shown in the left histograms of Figures 13-15 , the most discriminative feature processed by training dataset #1 is "Framing", which implies that if the type of clashing item is a beam, it can contribute nearly 40% of correct prediction. However, among those features processed by training data with the feedback of rule-based reasoning, or training dataset #2, the rule-based tag with "errors" becomes the most contributing feature to the prediction results. The shift of the most discriminative feature between the two experiments responds and explains the above-mentioned prediction improvement. According to Table 2 , the proportion of actual cases that are "errors" is around 30%, representing the second-largest label cluster in the training data and reflecting the character of DT classifiers that tend to make a prediction to those labels with more cases. The feature importance of both "framing" and "rule_errors" in our experiments may reflect the effect of the beam rule, which was introduced in Section 4. Besides, the feature "rule_pseudo" also From the results of these two experiments, we could preliminarily prove that under the condition of a small training dataset, the hybrid method proposed by this study combining rule-based reasoning and supervised machine learning can improve the predictive performance compared with using machine learning approach alone. A more in-depth evaluation will be discussed next.
The effect of the hybrid method on predictive performances obviously comes from the contribution of preliminary results by rule-based reasoning. Without this feedback, though it is not very accurate, the machine learning algorithms require more cases to reach a better performance. The improvement itself is not beyond our expectation, but what amazed us was that such a tiny rule base with five simple rules, possessing a relatively low predictive accuracy of 0.6, can still make contributions to those classifiers with a much higher predictive accuracy of 0.8. Figures 13-15 illustrate the feature importance of the decision tree, bagging, and random forest classifiers. The feature importance reveals the contribution of each feature in deriving the prediction results. The left histogram of these figures shows the results using training dataset #1, whereas the right histogram uses training dataset #2. As shown in the left histograms of Figures 13-15 , the most discriminative feature processed by training dataset #1 is "Framing", which implies that if the type of clashing item is a beam, it can contribute nearly 40% of correct prediction. However, among those features processed by training data with the feedback of rule-based reasoning, or training dataset #2, the rule-based tag with "errors" becomes the most contributing feature to the prediction results. The shift of the most discriminative feature between the two experiments responds and explains the above-mentioned prediction improvement. According to Table 2 , the proportion of actual cases that are "errors" is around 30%, representing the second-largest label cluster in the training data and reflecting the character of DT classifiers that tend to make a prediction to those labels with more cases. The feature importance of both "framing" and "rule_errors" in our experiments may reflect the effect of the beam rule, which was introduced in Section 4. Besides, the feature "rule_pseudo" also outperforms other features. These two features could be the reason why adding the feedback of rule-based reasoning can improve the prediction performance of machine learning. On the contrary, the label with the largest cluster, "deliberate clashes", does not appear in feature important ranking list, which needs more investigation in the future.
Appl. Sci. 2019, 9, x FOR PEER REVIEW 21 of 27 outperforms other features. These two features could be the reason why adding the feedback of rulebased reasoning can improve the prediction performance of machine learning. On the contrary, the label with the largest cluster, "deliberate clashes", does not appear in feature important ranking list, which needs more investigation in the future. outperforms other features. These two features could be the reason why adding the feedback of rulebased reasoning can improve the prediction performance of machine learning. On the contrary, the label with the largest cluster, "deliberate clashes", does not appear in feature important ranking list, which needs more investigation in the future. Figures 16 and 17 show the learning curves of six classifiers in the two experiments. As shown in Figure 16 , the training curves and validation curves converge with a large gap, indicating that the models processed by training dataset #1 may suffer from a small degree of overfitting. This problem is significantly improved in the second experiment when the feedback of rule-based reasoning is added in the training data. According to Figure 17 , all the curves converge within a small gap with an f1-score higher than 0.90. 
Conclusions
Previous studies stated that the clash detection reports produced by most BIM software are prone to present a huge number of clashes, many of which belong to irrelevant or ignorable clashes. Manually filtering out serious clashes from the long list in the clash detection report is both time and cost consuming; thus, automatic filtering out those irrelevant clashes by algorithms is a crucial need for the current industry.
This study proposed a hybrid method that combines simple rule-based reasoning and supervised machine learning to automatically filter out irrelevant clashes from those conflicts detected by BIM software. The experiment results showed that the hybrid method can obtain a rise in the prediction accuracy of machine learning by 15%-17% for individual classifiers and 6%-8.5% for both DT and ensemble learning classifiers. The proposed method conquered the difficulties of purely developing a rule-based system considering complex relationships or merely implementing a machine learning to filter out irrelevant clashes. The former requires lots of effort for knowledge acquisition, while the number of cases collected often limits the latter's performance. It indicated that when the predictive accuracy of the conventional supervised machine learning for design clash Simply looking at the numbers, it may indicate that the models processed by training dataset #2 can achieve a satisfactory f1-score with a low bias and variance. Nevertheless, the predictive performance may be still under the influence of the nature of the training dataset we collect. For instance, among those clashes in our training data, "errors" accounted for nearly 50% of all the 326 cases. Histograms of feature importance shown in Figures 13-15 reveal the influence of this distribution on final prediction. It can be reasonably expected that the predictive performance of the same models may vary from one training dataset to another. More experiments with different training data from similar architectural projects are still needed.
Nonetheless, in light of the average f1-score improvement shown in Figure 11 , the hybrid method combining the feedback from rule-based reasoning and machine learning still can be regarded as a favorable approach to enhance machine learning under a small training dataset.
Considering the ultimate goal of this study that BIM managers can benefit from the automatic clash classification of clash detection reports, both a high filtering rate of irrelevant clashes and a low misclassification rate, especially for errors, are expected. The filtering rate of irrelevant clashes we are referring to is the proportion of pseudo and deliberate clashes correctly identified among all 98 testing cases, while the error misclassification rate is the proportion that the actual errors are wrongly classified as pseudo or deliberate clashes. From the 30 tests of 98 randomly selected testing cases, we obtained an average filtering rate of 50%-60%. For the experiment of processing training dataset #1, both individual and ensemble learning classifiers wrongly classified 9.5% of errors into pseudo clashes or deliberate clashes. This number decreased to 0%-4.8% in the second experiment of processing training dataset #2. It shows that the hybrid method also had a positive effect on reducing the misclassification rate of errors.
This study proposed a hybrid method that combines simple rule-based reasoning and supervised machine learning to automatically filter out irrelevant clashes from those conflicts detected by BIM software. The experiment results showed that the hybrid method can obtain a rise in the prediction accuracy of machine learning by 15%-17% for individual classifiers and 6%-8.5% for both DT and ensemble learning classifiers. The proposed method conquered the difficulties of purely developing a rule-based system considering complex relationships or merely implementing a machine learning to filter out irrelevant clashes. The former requires lots of effort for knowledge acquisition, while the number of cases collected often limits the latter's performance. It indicated that when the predictive accuracy of the conventional supervised machine learning for design clash classification is unfavorable and more training cases cannot be collected shortly, adding a feature of prediction results obtained by rule-based reasoning to the original training dataset provides an alternative to improve the prediction performance. However, the extent of improvement may depend on how well the rule-based reasoning performs. In other words, there exists a trade-off between the accuracy improvement and efforts to acquire domain knowledge when implementing the rule-based reasoning system.
The ultimate goal of identifying clash types is to resolve those errors or serious clashes before the construction phase to avoid delays and costs incurred. The resolution of serious clashes is the most important task worthy of time and effort. Even though the average predictive accuracy we obtained by the hybrid method is as high as 95%, we still conducted an analysis of the misclassification of serious clashes by our method, where actual serious clashes are wrongly classified as pseudo or deliberate clashes. One of 30 tests with 98 cases from testing dataset #2, the serious clashes misclassification rate by the bagging classifier is up to 11% (out of actual serious clashes in testing cases). How to reduce and avoid the misclassification of serious clashes remains one of the important issues in future work.
Since the training data used to conduct the machine learning process contains only clashes between structural and piping components, the current models and their predictive results can only be applied to those clash detection reports with a similar setting. The training data needs to include more MEP components, such as ducts, conduits, fire alarm devices, or lighting devices, to extend the practical value of this study. Several individual classifiers also have overfitting issues. More training data are required for more experiments in the future. Another issue of this study is that labeling the dataset highly relied on manual work. Future studies can consider applying unsupervised machine learning based on those labeled training data to build up larger training data.
